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Tel.: +30 210 74 70 500

FAX: +30210 74 70 501

Athens, 30/06/2020

TO: HOTEL PERISCOPE

Haritos 22, Athens 106 75
Tel.: 210 729 7200
Attn: Mr. Georgios Tsolas

Dear Mr. Tsolas,

Please be informed that the analyses results for the enumeration of Legionella spp. of
the water samples taken from HOTEL PERISCOPE on 15/06/2020, indicate that the tested
samples comply with the parametric values set out in EWGLI Technical Guidelines for the
Investigation, Control and Prevention of Travel Associated Legionnaires' Disease"/Version
1.1/September 2011 [produced by members of the European Working Group
for Legionella Infection], adopted by the Greek Ministry of Health [bulletin 56075 (29.07.2019)].

Should you require further information, please do not hesitate to contact us.

Yours faithfully

Dimokritos Roukas
DVM, Msc
Scientific Director
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